LHUVER
\ /FAN

T "
2R | | SUPER MINI=CON
| N/ I N —— — MODEL SMCPV-1207-°5
e — <
NS JoirE | 70 GPM @ S1 PSIG
e SUE%E_J%NK TACO #CM-1207, 5 HP.
OTTLITY | o108 /O | Al Ll COPPER TYPF-I 350@_?&%@ ?E/ﬁ%&éOHZ B
CLECTRIC PANEL ) ALL FLANGES ARE CLASS 125 ASME STANDARD IHERMAL PURGE VAL VE
| - | ALL CHECK VALVES ARE CLASS 125 INLINE LIFT TYPE CONTROL PANEL WITH
L EVEL | CONTROL | 1) CUNTR T RANSF URMER
‘ ‘ LW [LievMeL WARNING H >Ny TIME DFE| AY
— LcoveL CUNTRUL — _ _
CEATER ﬁ\uﬁmvgqp 3) STARTER W/ OVERLOAD
| P-1/2" NPT |- B | éﬁifSU%J Slfg——!%[ﬁf$ SWLTLE
FILL r%yéf—z - 7%4/%EW .
| o) LLA-VAL 91-01-A3
S I

AR VENT X
VAL RelLler

Lo veEL CHNTROL
LW LEVEL WARNING

c=1/2" NPT —
- ILL

\ /

\ / /

I
FLECTRIC — . _EVEL CONTROL Z/
HEATER R Ejg %/ START/STOP

WELL PUMPS
e 1" LJ tJEHM\\\\\\\\\\

CLA-VAL N
1-1/4"¢ GUAGE GLASS
e CNPT ///ﬁ— WITH VALVES
UTILLTY BEiD%ERA}iNi
“L ECTRIC PANEL . 900 GAL
= SUPPLY TANK
\x CONTROL /*<§ = S
> ANFE L )
900 GAL. |
SUPPLY TANK .
500 x 76
e %

| ()
/
D

/

I r}ﬂfﬁ/ﬁ//////// \\\\\\\\\E\h ) %

\

ZZPUMP B EET -1/ BALL VALVE DRAIN

THERMAL ASS'Y. Lo
B 4'-6 3/16" ~
11'=0" - Sl —

[DRAWN BY-TREVISEDTAPPROVE \
(C) COPYRIGHT ' A 7 /15 /GC ' >LJ[VWD N

= \

THIS DRAWING IS THE PROPERTY OF \

NAMCO DIV, OF JOHN R, NEAL & D > N\ HUUSE

ASSOCIATES INC. DALLAS, TEXAS ITS DaTE: 7/7/93 ||C |

USE WITHOUT THE EXPRESS WRITTEN JOB NO. Sl/Ze 0 DWG NO.

SERMISSION 1S PROHIBITED sHEET: 1 LR 11D %& ANCT /9000006 A

ScaLe: NLUNE




