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TACO MODEL # CPV—400—4-—461/240
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THIS DRAWING IS THE PROPERTY OF
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461 GPM @ 240 PSIG.
(4) TACO VM10—7 PUMPS,
116 GPM @ 573 ft. TDH,

20 0P @ 5000 RPM,
400V. 5 PHASE o0 Hz.
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