13'=7" MAX. WIDTH

2"¢ NPT PROPANE

HURST BLOWDOWN W/AFTERCOOLER
BDS14-34-3-3-1.25

1”@ NPT COLD
BD WATER INLET

CHEMICAL FEEDER
50 GAL. GL50-E1

MAIN POWER DISCONNECT PANEL

! moszgov o

BOILER CP

5-2 3/8”

(2) STEAM BOILERS
AT-P-70-150

DEAERATOR
DSH-125-5-2-2

7
-

15'—6" MAX. LENGTH

3" 1504 FLANGE STEAM
SYSTEM OUTLET CONNECTION

2-1/2"8 NPT WATER MAKE-UP

INLET CONNECTION

4" 1504 FLANGE STEAM/
CONDENSATE RETURN CONNECTION

(6) LIFT LUGS

10'=8" MAX. HEIGHT

NOTES:

DEAERATOR MODULATING FEED WATER VALVE SHIPPED LOOSE.
DEAERATOR STEAM PRV SHIPPED LOOSE.

DEAERATOR RELIEF VALVE SHIPPED LOOSE.

14"¢ BOILER STACKS INSTALLED BY OTHERS.

DEAERATOR AND STEAM PIPING INSULATION INSTALLED BY OTHERS.
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