(3) DANFOSS VLT—HVAC VFD'S——=—

CONTROL PANEL——F——

NEMA 1

15 H.P. NEMA 1

4'—3" MAX. WIDTH

3-3 9/16"

4

VED1

6'—0" MAX. SYSTEM HEIGHT

1FS FLOW SWITCH

1/2”

11

3 11/16"

3’_0”

SFS FLOW SWITCH

ELEC. THERMAL PURGE
(3) TS & (1) SV

5'—9" MAX. LENGTH

2'—4 11/16”

3-3 9/16”

(3) GRUNDFOS CRN45-2-2 PUMPS
15 H.P. @ 3500 RPM TEFC/PE MOTORS
460/3/60 Hz.

6"¢ 150# FLANGED

DISCHARGE CONNECTION

6”9 150# FLANGED
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SUCTION CONNECTION




